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ABSTRACT
The development of absorption chillers activated by renewable heat sources has increased due mainly to the increase in primary energy consumption that causes problems such as greenhouse gases and air pollution amongst others. These machines, which could be a good substitute for compression systems, could be used in the residential and food sectors which require a great variety of refrigeration conditions. Nevertheless, the low efficiency of these machines makes it necessary to enhance heat and mass transfer processes in the critical components, mainly the absorber, in order to reduce their large size.
This study used ammonia-water as the working fluid to look at how absorption takes place in a plate heat exchanger operating under typical conditions of absorption chillers, driven by low temperature heat sources. Experiments were carried out using a corrugated plate heat exchanger model NB51, with three channels, where ammonia 2 vapor was injected in bubble mode into the solution in the central channel. The results achieved for the absorption flux were in the range of 0.0025 -0.0063 kg m -2 s -1 , the solution heat transfer coefficient varied between 2.7 and 5.4 kW m -2 K -1 , the absorber thermal load from 0.5 to 1.3 kW. In addition, the effect of the absorber operating conditions on the most significant efficiency parameters was analyzed. The increase in pressure, solution and cooling flow rates positively affect the absorber performance, on the other hand an increase in the concentration, cooling and solution temperature negatively affects the absorber performance. 
INTRODUCTION
In recent years, energy and environmental world problems have increased interest in the development of absorption chillers driven by low temperature heat sources such as solar thermal energy or waste heat, because they can help mitigate primary energy consumption and CO 2 emissions [1] . Development of these machines requires high efficiency in the heat and mass transfer processes which take place in the absorber, which in turn is the most important component in these systems [2] . Absorption systems can also be used in the field of refrigeration, where they could compete with compression technology in some applications. In this case, the ammonia-water mixture is the only working fluid able to produce cold down to -10°C. Also due to the use of cogeneration systems with turbine and gas engines in industrial sectors, interest has increased in cooling machines which use residual heat.
The bubble flow configuration has been recommended for the absorber due to the heat and mass transfer enhancement between the vapor and liquid phases; this is a simpler 
Description of the experimental set-up
The experimental equipment was designed to study the absorption process in a channel of a plate heat exchanger in a wide range of the different operating conditions; the equipment consisted of three circuits: the NH 3 -H 2 O solution circuit, the cooling water circuit and the heating water circuit, as shown in figure 1 .
The The cooling water circuit (blue line) consisted of a 5 kW heater (HX3), a magnetic flowmeter (F), a pump, and a heat exchanger (HX4). The flow of the cooling water and solution streams could be arranged in a co or counter current configuration. The heating water circuit (red line) allowed the ammonia-water solution to be preheated to a set temperature before entering the absorber. This circuit consisted of a 5 kW heater (HX2), a pump, a flowmeter, and a heat exchanger (HX1).
Absorber
Several researchers [3, 4, 11] have recommended plate heat exchangers for the main components of ammonia-water absorption systems in order to enhance heat and mass transfer processes. The absorber used in the experimental set-up was a corrugated plate heat exchanger; model NB51, type L with three channels of 0.1 m 2 effective surface area in the central channel. 7 
Experimental measurements
The experimental variables measured in the test section were:
• Inlet and outlet temperatures of the ammonia-water solution in the plate heat exchanger;
• Inlet and outlet temperatures of cooling water temperature in the plate heat exchanger;
• Pressure at the inlet and outlet of the plate heat exchanger;
• Density, temperature, and mass flow rate of the strong and weak ammonia-water solutions;
• Mass flow rate of cooling water.
RTD temperature sensors (T) and pressure transmitters (P) were used to register the temperature in the points shown in figure 1. Coriolis flowmeters (C) were used to measure the density and flow rate of the weak and strong ammonia-water solutions. Table 1 shows the parameters measured and the corresponding accuracy for each instrument.
The thermodynamic properties of ammonia vapor entering the absorber were calculated considering the solution vapor pressure at the bottom of the absorber and equilibrium conditions.
Data reduction
The following parameters were selected to assess the absorber performance: the mass absorption flux, the absorber thermal load, the overall heat transfer coefficient, and the degree of subcooling in the solution leaving the absorber. 8 The Mass absorption flux is the absorbed mass flow rate per unit of heat transfer area and it is expressed by the following equation:
The Absorber thermal load is defined as the heat released in the absorber which is removed by cooling water and is calculated as:
The overall heat transfer coefficient (U) is given by:
U is also defined as follows as the sum of the thermal resistances:
It was not possible to use the conventional log mean temperature (6) in some experiments, because the outlet cooling water temperature was higher than the inlet solution temperature due to the heat of absorption and the subcooling of the solution entering the absorber. In this case the logarithmic mean temperature difference (∆T ML,EQ ) defined by equation (7) was used to represent the heat transfer between solution and cooling water, in which the inlet and outlet solution temperatures are calculated at equilibrium conditions [12] , eliminating subcooling conditions. ) (
The mass heat transfer coefficient was calculated applying the same concept as for the overall heat transfer coefficient and is expressed as follows:
∆x LM expresses the difference between input and output concentration and their respective equilibrium conditions:
The degree of subcooling in the solution leaving the absorber is equal to difference between the actual outlet solution temperature and the equilibrium solution temperature at the absorber pressure and the actual outlet solution concentration:
Results
This section contains the main results regarding the determination of the water-side heat transfer coefficient, as well as the sensitivity study of the absorber performance parameters versus the main operating conditions.
Convective heat transfer coefficient on the water side
Previously, experiments were carried out introducing water in both cold and hot sides of the channels in order to calculate the cooling water heat transfer coefficient. From this, using the methodology reported in reference [13] , two correlations were obtained as a function of the Reynolds and Prandtl numbers for the transition and turbulent zones (Eqs. (11) and (12)). 
Transition zone

Sensitivity study with ammonia-water
The sensitivity study with ammonia-water was carried out by varying the absorber operating conditions in the intervals shown in table 2. These conditions were established from a thermodynamic simulation of a single-effect absorption cycle. The results presented below show the effect of the solution concentration and flow rate, cooling water temperature and flow rate, and pressure on the absorber performance parameters. The effect of the solution flow rate on the absorber thermal load is shown in Figure 6 .
Effect of the solution flow rate and concentration
When the solution Reynolds number varies from 170 to 370 the absorber thermal load increases from 0.56 to 0.76 kW at a solution concentration of 33 % wt. Moreover, when the solution concentration is reduced from 33 to 29 % wt the absorber thermal load increases by around 91 % at a Re value of 290.
Effect of the cooling water temperature
The effect of the cooling water temperature on the absorber thermal load and the heat transfer coefficient is shown in Figure 7 (a-b respectively). The absorber thermal load increases by almost 120 % when the cooling temperature is decreased from 35 to 30 °C.
The effect on the solution heat transfer coefficient is less pronounced because the log 12 mean temperature difference at inlet cooling water temperature of 30 ºC is much higher than at 35 °C. 
Effect of the absorber pressure
Effect of the inlet solution temperature
Inlet solution temperature slightly affects the solution heat transfer coefficient and mass absorption flux when it is varied between 38 and 42 ºC, as can be observed in Figure 9 (a-b respectively). While the heat transfer coefficient varies between 3.4 and 5.4 kW m -2 K -1 , the mass absorption flux remains almost constant at 0.0054 kg m -2 s -1 from 165 to 420 Reynolds number for both solution temperatures. Similarly, the effect of the cooling water flow rate on the mass transfer coefficient and the sub-cooling of the solution leaving the absorber are shown in Figure 11 (a-b respectively). The mass transfer coefficient slowly increases from 0.001 to 0.002 m s -1 as the cooling water Reynolds number increases, while the degree of sub-cooling remains very low due to the fact that the absorber was operated at almost the maximum mass absorption flux.
Effect of the cooling water flow rate
Conclusions
This study used ammonia-water as the working fluid to look at how absorption takes 
